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Docket No. WS-01689A-11-0402 

Item 1 COUNTRY WELL SITES STORAGE (WELLS 3 & 7) 
Explanation of Need 

Well 3 needs a 5000 gallon storage tank installed. Due to the new storage tank 
there will have to be two booster pumps and bladder tanks installed. The 
bladder tanks will work as a control vessel to control the booster pumps per the 
demand. The electrical system will need to be upgraded to accommodate 
present and future demand of this system and to be in compliance with current 
regulations. 

Well 7 needs a 5000 gallon storage tank installed due to the exiting storage is 
not adequate to sustain the demand in this area. A second booster pump and 
bladder tank should be installed to have redundancy if one pump goes out. The 
electrical system will need to be upgraded to accommodate present and future 
demand of this system and to be in compliance with current regulations. This 
facility needs a new fence installed for added security of this site. 

Explanation of cost 
The opinion of probable cost is 

w 
Item 2 Replace Fire Hydrants 

Explanation of Need 
The hydrants in the existing system are old. Many are in need o 
whether due to age or physical damage. Those hydrants that ar 
inoperable, leaking, or have been removed are listed on the OP 

This item is also 4th priority and will occur simultaneously with 
Priority 

;ow = W-J replacements. o w  - *  

Explanation of cost r,: 0 

The opinion of probable cost is 1 

Items 3 Repairs at well 18 
Explanation of Need 

The existing storage tank is settling on the west and needs to be stabilized with 
pressure grout. 

Well 18 is down due to holes in the 6” column piping, the bowls to the pump 
and the bearings are damaged. What needs to happen to get this back on line is 
that 15 joints of column pipe needs replaced, the bearings (1 5 of them) need 
replaced and the bowls. The cost to do this is very high, we would like to install 
a 50 hp submersible pump and motor with new column pipe. The cost to install 
a new submersible pump and motor is not much more t h ~ ~ ~ ~ ~ ~ ~ ~ m l s s i ~ ~  
existing vertical turbine pump. DOCKET 

~~Y 4) x 201%. Explanation of cost 
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Items 4 

Clear Springs Utility 
Explanation of Opinion of Probable Cost 

Docket No. WS-01689A-11-0402 

Replace Damaged Isolation Gate Valves 

Explanation of Need 
Damaged valves should be replaced to allow flow through the pipes and to aid 
in isolating main breaks without interrupting service to more customers than 
necessary. 

Explanation of cost 
The opinion of probable cost is 

Items 5 Replace Distribution Services 
Explanation of Need 
Old Polyethylene material pipes are substandard and are leaking often. We would like 
to replace with K-copper piping. This will help with the high water loss in the system. 
Explanation of cost 

The opinion of probable cost is based on RS Means 
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